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ABBREVIATIONS ABBREVIATIONS (CONT) ABBREVIATIONS (CONT) ABBREVIATIONS (CONT) ABBREVIATIONS (CONT) S oy Caps of
Engineers ®
A AMPERE, AMPS CPTR CONTROL POWER TRANSFORMER EST ESTIMATE ID INSIDE DIAMETER MHz MEGAHERTZ Alaska District
AC ALTERNATING CURRENT, AIR COMPRESSOR RELAY ETM ELAPSED TIME METER IDA IRIG-B DISTRIBUTION AMPLIFIER MIN MINIMUM
6 AIC AIR CONDITIONING cPu CENTRAL PROCESSING UNIT EVAC EVACUATION IDB INTERIOR DISTRIBUTION BOX MISC MISCELLANEOUS
ACB AIR CIRCUIT BREAKER CR CONTROL RELAY, CARD READER EXC EXCAVATE, EXCITER IDENT INTERMEDIATE DISTRIBUTION FRAME ~ mm MILLIMETER A B
ACE ACCESS CONTROL EQUIPMENT CRD CARD RELAY EXH EXHAUST IDF IDENTIFICATION MM MULTIMODE N .
ACS ACCESS CONTROL SYSTEM CRT COLOR GRAPHICS CRT DISPLAY EXT EXTERIOR, EXTERNAL IDS INTRUSION DETECTION SYSTEM MMS MICROWAVE MOTOR SENSOR N
ACU AIR CONDITIONING UNIT cs CONTROL SWITCH, CIRCUIT BREAKER () FUTURE IF INFRARED MMWS MONOSTATIC MICROWAVE SENSOR A
ADJ ADJUSTABLE CONTROL SWITCH/CONTROL STATION ~ F FREQUENCY IJB INSTRUMENT JUNCTION BOX MOC MECHANISM OPERATED CONTACT A
AF AMPERE FRAME cT CURRENT TRANSFORMER, CAMERA FA FIRE ALARM ILLUM ILLUMINATED MOG MOTOR OPERATED GATE N
AFC AVAILABLE FAULT CURRENT TOWER FACP FIRE ALARM CONTROL PANEL IMC INTERMEDIATE METALLIC CONDUIT MON MONITOR I
AFF ABOVE FINISHED FLOOR cTB CURRENT TEST BLOCK FACU FIRE ALARM CONTROL UNIT IMP IMPEDANCE MoV METAL OXIDE VARISTOR booE o8
— AFG ABOVE FINISHED GRADE CTL CONTROL FAT FIRE ALARM TROUBLE ALARM INCAND INCANDESCENT mph MILES PER HOUR boorolE
AHU AIR HANDLING UNIT CTLR CONTROLLER FB FUSE BLOCK INFO INFORMATION MPC MINI POWER CENTER I -
Ah AMPERE HOUR CTR CENTER FBO FURNISHED BY OTHERS INST INSTANTANEOUS MPZ MINI POWER ZONE I B
AIC AMPERE INTERRUPTING RATING cu COPPER fc FOOT CANDLE INSTR INSTRUMENT, INSTRUMENTATION MS MOTION SENSOR, MOTOR STARTER L
AL ALUMINUM ALTERNATE CUH CABINET UNIT HEATER FDAS FIRE DETECTION AND ALARM SYSTEM  INT INTERIOR MSB MAIN SWITCHBOARD g 5 g i
AMP AMPERE DV CABLE VAULT FDB FIELD DISTRIBUTION BOX INTLK INTERLOCK MSLC MASTER SYNCHRONIZER AND LOAD g 3 i
ANN ANNUNCIATOR DEEP, DEPTH FDR FEEDER INV INVERTER CONTROL = oz | E
AOC ANALOG OUTPUT CONVERTER D) (DEMOLISH) FF FINISHED FLOOR IPIDS INFRARED PULSE INTRUSION MSPC MAIN SERVICE PACKAGED POWER IR [
AOL ANNUNCIATOR ON LIGHT DA DISTRIBUTION AMPLIFIER, DIGITAL FIN FINISH, FINISHED DETECTION SYSTEM CENTER
5 APPROX APPROXIMATE AMMETER FIXT FIXTURE IPLC INTELLIGENT POWER AND LOAD MSW MOTOR START SWITCH &z
ARCH ARCHITECT, ARCHITECTURAL DAS DURESS ALARM SWITCH FLR FLOOR CONTROL MTD MOUNTED ks
AS AMMETER SWITCH/AIR SWITCH DB DRY BULB, DISTRIBUTION BOARD, DUCT  FLA FULL LOAD AMPERES IPT IRIG-B PROTOCOL TRANSLATOR MTG MOUNTING Sh
ASSY ASSEMBLY BANK FLD FIELD I INSULATING TRANSFORMER MTR METER, MOTOR 312
AT AMPERE TRIP dB, dBA DECIBEL (A-WEIGHTED SCALE) FLEX FLEXIBLE ITR INVERSE TIME RELAY MTS MANUAL TRANSFER SWITCH, MAGNETIC ®
ATC AUTOMATIC TEMPERATURE CONTROL DBS SECURITY DUCTBANK FLR FLOOR JB, J-BOX JUNCTION BOX TAPE SYSTEM, OR METER TEST g
ATS AUTOMATIC TRANSFER SWITCH DC DIRECT CURRENT/DC PANEL BOARD FLUOR FLUORESCENT JT JOINT SWITCH 2
AUD AUDIO AUTO AUTOMATIC DCP DOOR CONTROL PANEL FM FREQUENCY METER, FREQUENCY KA KILOAMPERE MUX MULTIPLEXOR 2.
AUTOXFMR  AUTO TRANSFORMER DCS DIGITAL CONTROL SYSTEM FO FIBER OPTIC KB KEYBOARD mv MILLIVOLT =
1 Aux AUXILIARY DDC DIRECT DIGITAL CONTROL FOA FORCED OIL AND AIR (TRANSFORMER  KCMIL THOUSAND CIRCULAR MIL MVA MEGA VOLT AMPERE 2|2
AVG AVERAGE DET DETAIL RATING) kHz KILOHERTZ MVAR MEGA VOLT AMPERE REACTIVE ot
AWG AMERICAN WIRE GAUGE DF DRINKING FOUNTAIN FOC FIBER OPTIC CABLE km KILOMETER MVS MEDIUM VOLTAGE SWITCHGEAR it
BATT BATTERY DFA DOWN FROM ABOVE FOP FIBER OPTIC PATCH PANEL KO KNOCKOUT MW MEGAWATT &
BC BATTERY CHARGER DG DIESEL GENERATOR FORX FIBER OPTIC RECEIVER KS KNIFE SWITCH MX MEDIA CONVERTER £
BCW BARE COPPER WIRE DIA DIAMETER FOSC FIBER OPTIC SPLICE CABINET KV KILOVOLT NA NOT APPLICABLE £
BD BOARD DIAG DIAGRAM, DIAGONAL FOT FIBER OPTIC TRANSCEIVER KVA KILOVOLT AMPERE N.C. NORMALLY CLOSED ==
BFG BELOW FINISHED GRADE DIFF DIFFERENTIAL FOTM FIBER OPTIC KVAh KILOVOLT AMPERE HOUR NEG NEGATIVE Sb
BIL BASIC IMPULSE LEVEL DIM DIMENSION, DIMMER TRANSMITTER/MULTIPLEXER KVAhm KILOVOLT AMPERE HOUR METER NET NETWORK
4 BKR BREAKER DISC DISCONNECT FOTX FIBER OPTIC TRANSMITTER KVAR KILOVOLT AMPERE REACTIVE(Kilovar) ~ NEUT NEUTRAL s.| g
BLDG BUILDING DISTR DISTRIBUTION F/O FAIL OPEN KVARh KILOVAR HOUR NGR NEUTRAL GROUNDING RESISTOR g2 3
BLS BURIED LINE SENSOR DM DEMAND METER E E_PROTECTION kw KILOWATT NIC NOT IN CONTRACT e B &
ﬁ BMLS BMS LAN SWITCH DMM DIGITAL MULTIMETER (AMPS, VOLTS, P ULL BOX kwh KILOWATT HOUR NL NO LOAD :f <% o
BMS BALANCED MAGNETIC SWITCH, BUILDING FREQUENCY, WATTS VARS, F 3 ROTECTIVE RELAY KWhDM KILOWATT HOUR DEMAND METER NMC NON METALLIC CONDUIT g2l
MANAGEMENT SYSTEM WATTSHOURS, VARHOURS, POWER FREQ FREQUENCY LA LIGHTNING ARRESTER NO. NUMBER RIS
BMW BMS WORKSTATION FACTOR) FS FLOW SWITCH LAN LOCAL AREA NETWORK N.O. NORMALLY OPEN 333 :
BMWS BISTATIC MICROWAVE SENSOR DN DOWN FSC FIBER SPLICE CABINET LB LOAD BANK NOM NOMINAL NORM NORMAL §2:¢
BOD BOTTOM OF DUCT DO DRAWOUT, DOOR OPERATOR FU FUSE LBS POUNDS NTPS NETWORK TIME PROTOCOL SERVER T
BOM BOTTOM OF MANHOLE DP DISTRIBUTION PANEL , DISTRIBUTED ~ FURN FURNISHED LC LIGHTING CONTACTOR NTS NOT TO SCALE o
—| sor BOTTOM PANEL (480 VOLTS) FUT FUTURE LCD LIQUID CRYSTAL DISPLAY ola OUTSIDE AIR Hoile
BPAL BUS A POTENTIAL LIGHT DPP DATA PATCH PANEL FWF SPRINKLER FLOW SWITCH ALARM LCcP LIGHTING CONTROL PANEL OA/FA/FOA OIL AMBIENT/FORCED AIR FORGED OIL s
BPBL BUS B POTENTIAL LIGHT DPDT DOUBLE POLE DOUBLE THROW G GROUND LDB LIGHTING DUCTBANK AND AIR(XFMR RATING) o g
BPS BUS POTENTIAL SWITCH DPST DOUBLE POLE SINGLE THROW GA GAUGE LDR LOAD DETECTION RELAY 0AS OFF-AUTO SWITCH Hoe
c CONDUIT DRCP DRAWN OUT CIRCUIT BREAKER GALV GALVANIZED LED LIGHT EMITTING DIODE oc OVERCURRENT R
CA CABLE DS DISCONNECT SWITCH GAT GENERATOR AUXILIARY TERMINAL BOX  LF LOW FREQUENCY, LINEAR FOOT olc ON CENTER EZRI51 25
CAB CABINET DsLC DIGITAL SYNCHRONIZER AND LOAD GB GROUND BAR LG LENGTH OCA OPEN CIRCUIT ALARM sl 5151 E £
CAFS CLEAR AIR FORCE STATION CONTROL GBO GENERAL BINARY OUTPUT Im LUMEN occ OPERATOR CONTROL CONSOLE R
CALC CALCULATION DT DIGITAL VOLTMETER GCP GENERATOR CONTROL PANEL L.O. LOCKOUT oD OUTSIDE DIAMETER, OVERHEAD DOOR clslgllsll= =
3 CAM CAMERA FIXED, PTZ AS NOTED DV DIGITAL VOLT-AMMETER GEN GENERATOR Loc LOCAL, LOCATION OPERATOR 5 -
CAP CAPACITOR/CAPACITANCE/CAPACITY DVA DIGITAL VOLTAGE REGULATOR GFCI GROUND FAULT CIRCUIT INTERRUPTER  LOR LOCAL-OFF-REMOTE, LOCKOUT RELAY ~ O.H., OH OVERHEAD Ees 25
CB CIRCUIT BREAKER DVR DOUBLE THROW GMT GLYCOL TANK LP LIGHTING PANEL, LOCAL PROCESSOR ~ OHE OVERHEAD ELECTRICAL cl2 i
CcBT CABLE TRAY DWG DRAWING GND GROUND LR LINE RELAY OHGW OVERHEAD GROUND WIRE = 20y
cc COMMUNICATION CABINET E EXPANSION FITTING, EAST GovT GOVERNMENT LS LIMIT SWITCH, LEVEL SWITCH oL OVERLOAD i sgg
clc GENTER TO CENTER (E) EXISTING GPR GENERATOR PROTECTIVE RELAY LT LIGHT OPER OPERATOR 898 ge3
CCLP CONTACTOR CABINET LIGHTING PANEL EA EACH GR GRADE LTC LOAD TAP CHANGER OPP OPPOSITE 5e8 574
CCPP CONTACTOR CABINET POWER PANEL EBB ELECTRIC BASEBOARD GSR GROUND SURVEILLANCE RADAR LTG LIGHTING C DEGREES CENTIGRADE Sox
ccTv CLOSED CIRCUIT TELEVISION EDB ELECTRICAL DUCTBANK GTP GENERATOR TERMINAL BOX LTNG LIGHTNING *F DEGREES FAHRENHEIT >
—| covr COUPLING CAPACITOR VOLTAGE EDD ELECTRONIC DATA DISPLAY TERMINAL ~ GVEA GOLDEN VALLEY ELECTRIC LUM LUMINAIRE P POLE, PUMP
TRANSFORMER EEC EARTH CONTINUITY CONDUCTOR ASSOCIATION LV LOW VOLTAGE P&ID PROCESS AND INSTRUMENTATION W‘
CDB COMMUNICATION DUCTBANK EER ELECTRONIC EQUIPMENT ROOM GwW GROUNDING WELL LVL LEVEL DIAGRAM
CF CEILING FAN EF EXHAUST FAN h HOUR Ix LUX PA PUBLIC ADDRESS 2
CGB COMMUNICATION GROUND BAR EFAWS EXPLOSIVE FACILITY AREAWARNING ~ H HIGH OR HANDHOLE M MOTOR PAS PUBLIC ADDRESS SYSTEM o)
CHH COMMUNICATION HANDHOLE SYSTEM. HBH HEAD-BOLT HEATER RECEPTACLE m METER PB PUSHBUTTON, PULL BOX e
CHLR CHILLER EFF EFFICIENCY HC HEAT-TRACE CONTACTOR MAINT MAINTENANCE, MAINTAINED PB STA PUSHBUTTON STATION o
CJB CAMERA JUNCTION BOX EHH ELECTRICAL HANDHOLE HCI HARDNESS CRITICAL ITEMS MAN MANUAL PC PERSONAL COMPUTER S
CKT CIRCUIT EL ELEVATION, ELECTRONIC LOCK HCP HARDNESS CRITICAL PROCESSES MAN OP MANUALLY OPERATED PCB POWER CIRCUIT BREAKER m %
2 c CENTERLINE ELEC ELECTRIC; ELECTRICAL HD HEAVY DUTY MAT'L MATERIAL PCH PCMS LAN HUB - g
CLG CEILING ELEV ELEVATOR HDS HEMP DISCONNECT SWITCH MAX MAXIMUM PCLS PCMS LAN SWITCH n ¥ =
CLK CLOCK EM ENERGY MANAGEMENT HEMP HIGH ALTITUDE ELECTROMAGNETIC MBP MANUAL BYPASS PCMC PCMS CONTROLLER Zl<2% 2
CLR CLEAR EMB EMBEDDED, EMBEDMENT PULSE MBS MAINTENANGCE BYPASS SWITCHGEAR ~ PCMS POWER CONTROL AND MONITORING Olge = ¢
cm CENTIMETER EMCP ENGINE MONITORING AND CONTROL ~ HF HEMP FILTER/ESA ASSEMBLY MC METAL CLAD, MOTOR CONTROLLER, SYSTEM ] B
CMH COMMUNICATION MANHOLE EMERG EMERGENCY HH HANDHOLE MARSHALLING CABINET PCP PCMS PRINTER I£ ¢ F
CMR CONTACT MAPPING RECEIVER EMH/EMHS ELECTRICAL MANHOLE(S) HID HIGH INTENSITY DISCHARGE MCB MAIN CIRCUIT BREAKER PCS PCMS SERVER Elsoz &<
CMSTRT COMBINATION MOTOR STARTER ELECTRICAL HEMP SHIELDED MANHOLE HMI HUMAN MACHINE INTERFACE McC MOTOR CONTROL CENTER PCW PCMS WORKSTATION ol g & 3
cMT CONTACT MAPPING TRANSMITTER EMI ELECTROMAGNETIC INTERFERENCE  HOA HAND-OFF-AUTOMATIC MCCB MOLDED CASE CIRCUIT BREAKER PDS PREMISE DISTRIBUTION SYSTEM Lic3 z
—  CNTR COUNTER EML POWER FAILURE ALARM/TRANSFER TO  HORIZ HORIZONTAL MCGB MAIN COMMUNICATIONS GROUND BAR ~ PENET PENETRATION lSw 2 &
coL COLUMN EMERGENCY POWER HP, hp HORSEPOWER MCO METALLIC CONDUIT ONLY PF, pf POWER FACTOR oflzg 2 <
COM COMMUNICATIONS EMT ELECTRICAL METALLIC TUBING HPP HORIZONTAL PATCH PANEL MCP MOTOR CIRCUIT PROTECTOR PFM POWER FACTOR METER > g £
COMP COMPRESSOR ENCL ENCLOSURE HRV HEATING RECOVERY VENTILATOR MCS MOLDED CASE SWITCH, MAIN CIRCUIT Pl PRESSURE INDICATOR/GAUGE oo 5 2
CONC CONCRETE ENTR ENTRANGCE HT HEIGHT SWITCH PIMS PASSIVE INFRARED MOTION SENSOR SSOF AL 2 8
COND CONDUCTOR, CONDENSING UNIT ENIU ETHERNET NETWORK INTERFACE UNIT ~ HTR HEATER MDB MAIN DISTRIBUTION BOARD PIN PERSONNEL IDENTIFICATION NUMBER A 4594_‘“ ]
CONN CONNECTOR, CONNECTION EOL END OF LINE HY HIGH VOLTAGE MDF MAIN DISTRIBUTION FRAME PLC PROGRAMMABLE LOGIC CONTROLLER 26 A
CONSTR CONSTRUCTION EP EXPLOSION PROOF, ELECTRICAL HVAC HEATING, VENTILATING & AIR MDP MAIN DISTRIBUTION PANEL PMG PERMANENT MAGNETIC GENERATOR Zh:49M Y
CONT CONTINUE, CONTINUATION PENETRATION CONDITIONING MEB MECHANICAL / ELECTRICAL BUILDING ~ PMR PHASE MONITOR RELAY 7 7
1 CONTR CONTROL, CONTROLLED EPS EMERGENCY POWER SUPPLY Hz HERTZ MED MEDIUM PMS PAD-MOUNTED SWITCH % 7
cp CONTROL PANEL, CAMERA POLE EQ EQUALIZER 110 INPUT/OUTPUT, INPUT/QUTPUT (HEMP) ~ MECH MECHANICAL PNEU PNEUMATIC (' IS et 12030 0655 2
CPB COMMUNICATIONS PULLBOX EQUIP EQUIPMENT IAC INTERLOCKED ARMORED CABLE MF1 MISSILE FIELD 1 PNL PANEL Wi SENEE Reforonce
CPLG COUPLING ESA ELECTRICAL SURGE ARRESTER IAW IN ACCORDANCE WITH MFR MANUFACTURER POE POWER OVER ETHERNET (NG umber
CPR COMMUNICATIONS PROCESSOR ESS ELECTRONIC SECURITY SYSTEM Ic INTERCOMMUNICATIONS MH MANHOLE POS POSITIVE NS i
CcPT CONTROL POWER TRANSFORMER POT POTENTIAL
PP POWER PANEL (208V), POWER PLAN E_'] 00002A




